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GENERAL NOTES
@ SEE DRAWING JBEB700G003 FOR MOUNTING DETALS ON:
H o. DRAIN TANK H
b. CENTRIFUGAL PUMPS

2. SEE SPECIFICATION 15130 FOR ACTIVATED COOLING WATER PIPE SYSTEM INSTALLATION, TESTING
AND ASSEMBLY REQUIREMENTS.

.| SEE EQUIPMENT SPECIFICATION 106060000-EQ-0003 FOR VALVE INFORMATION.

.| SEE EQUIPMENT SPECIFICATION 106060000-EQ-0007 FOR CIRCULATION PUMP INFORMATION,
SEE DWGS J8ES700C320 AND WLS-2012-3/4~130 .
JSES700C321 FOR CONTINUATION 18 -9 .| SEE EQUIPMENT SPECIFICATION 106060000-EQ-0001 FOR DRAIN TANK INFORMATION.
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. — N . 9. SEE DRAWING Nos. JSEB700G080 AND J8EB700G081 FOR PIPE SUPPORT DETALS.
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J | B g 10. SEE DRAWING No. P3.81.43 FOR OTHER FACILTY PIPING IN THIS AREA.
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